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KET QUA PO, THU NGHIEM
(Measurement & Testing Certificate)

Tén dbi tugng/ Object: M4y bién ap dién lwce/ Power Transformer
S6 pha/ number of phase: 3 S®/Bushing: Gém
Kiéw Model: BAD-Ngam diu SO/ Serial No:  230816-02
Nha sn xudt/ Manufacture: ~ Téng cong ty thiét bi dién Dong Anh-Céng ty Cé phéan.
Cong suét danh dinh/ Rated Power (kVA): 630
bién 4ap danh dinh/ Rated Voltage (kV):
Cao 4p/ HV: 22 Haép/LV: 04
Dong dién danh dinh/ Rated Current (4):
Cao ap/ HV: 16,5 Ha ap/ LV: 909,3
T6 nbi day/ Connection: Dynll

Phuong phép thuc hién/ In accordance with:
- TCVN 6306-1:2015; TCVN 6306-2,3:2006
- IEC 60076-1,2:2011; IEC 60076-3:2018
- 62/Qb-EVN
Két qU&/ Results:  Xem két qua tai trang sau.
Thir nghiém tai:  Phong thtt nghiém VILAS 1192-Tdng cong ty thiét bi dién Dong Anh.

Ngay 09 thang 03 nam 2023

Date of issue

: VILAS 1192 4 o g
Tran Ba Son Nguyen Hai Quén

Cdc muc (*) duwoc VILAS céng nhdn/ The items (*) have been accredited by VILAS

Khong dwoc trich sao mot ph?m két qua nay néu khéng dugc sy df")ng y ciia EEMC.
(This test results shall not reproduced except in full, without the written approved of EEMC.) PTN.QT17-B2
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