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[m] - [w] KET QUA PO, THU NGHIEM
+ 0 (Measurement & Testing Certificate)

Tén dbi twong/osject : My bién 4p dién lyc/ Power Transformer

S6 pha/ number of phase: 3

Kiéu Mode: : BAD-Ngam déu SO/ Serial o1 244735-515
Oil Immersed

Nha san XAt Manufacture: Téng cong ty thiét bi dién Péng Anh-Céng ty C6 phén
Dic trung k¥ thudt do [wdng/ Specification
Cébng suét danh dinh/ Rated Power (MVA): 63/.63/ 63
Dién ap danh dinh/ Rared Voltage (kV) 118+ 9x 1 78 %/ 38,5+2x2.5 %23
Dong dién/ Rared Carﬂemf._ng).,__ §316,3/ 944_;'8] 1581,4
son: | YNdllyn12 |

Phurong phap thuc hién/ in accordancewiti:  TCVN:6306-1: 2015 IEEE C57.152-2013;
R JEBECSTIMY(IBC 60076-1,2:2011; IEC
. 60076-3:2018; IEC 60076 10; IEC60296;
_IEC602’70) ¥

Tﬁ nodi dﬁ}f/ C.Tonnec:;f:':“

AN Y u cau clia khach hang
Ket qua / Resuirs:  Xem keét 'q-ué"cai trang sau. 7

Thir nghiém tai: Phong thu nghlem VILAS 11‘92
Téng cong ty thiét bi dién Dong Anh- Céng ty Go phan

Ngay 19 thang 12 nim 2024
' ' e Dute of issue
PHU TRACH PTN KT. TONG GIAM BOC
Q.-C Dfpgrime PHO TONG GIAM BOC
Vice general Director
r /
Tran Ba Son Nguyén Hai Quén

Cac myc (*) dugc VILAS céng nhén/ The items (*) have been accredited by VILAS

Khéng duge trich sao mdt phin két qua nay néu khong dugs s dong ¥ ciia EEMC,
(This test results shall nol veproduced except in full, without the weitten approved of EEMC) PIN.QTI7-B2




