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(Measurement & Testing Certificate)

Tén dbi tugng/Object May bién 4p dién luc/ Power Transformer

Sé phax’ number of phase: 3
Kidw vodes :  BAD-Ngam diu SE/ Seriai e 244839-207
Oil Immersed

Nha $&n XUAL Manufucture: Tong cong ty thiét bi dién Déng Anh-Cong ty Co p'hﬁin
Pic trung k¥ thudt do luong/ Specificaiion

Cong suéit danh dinh/ Rared Power (MVA): 250/ 250/ 50

Dién ép danh dinh/ Rated Voltage (kV): 225 £ 8 x 1,25 %/ 115/ 23

Dong dién/ Rated Current (A):  641,5/1255,1/ 1255,1

Té ndi day/ Connecrion:  YNa0d11

Phuong phép thuc hién/ n accordance with: ~ TCVN 6306-1:2015; TCVN 6306-2,3:2006;
IEEE C57.152-2013; 1IEEE C57.149
(IEC 60076-1,2:2011; IEC 60076-3:2018
[EC 60076-10; IEC60296; IEC60270)
Yéu chu ctia khach hang

K&t qua / Resudts:  Xem két qua tai trang sau

Thit nghiém tai: Phong thir nghiém VILAS 1192 .
Téng cong ty thict bi di¢n Dong Anh- Cong ty CO phan.
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PHU TRACH PTN KT. TONG GIAM BOC
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Vice general Director

Tran Ba Son Nguyén Hii Quén

Cic mue (*) duge VILAS cong nhén/ The items (*) have been accredited by VILAS

Khong duoe frich sao mt phan két qua ndy néu khong duge sy dong ¥ ctia EEMC.
(This test results shall not reproduced except in, Juall, without the written approved of EEMC.J PTN.QT17-B2




