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KET QUA PO,THU? NGHIEM

(Measurement & Testing Certificate)

Ten dbi tuong/ (Jf)j{’tf May bién 4p dién lyc/ Power Transformer
86 pha! number of phase: 3 Su/ Bushing: Gém
Kiéu/ Model: BAD-Ngam dau SO/ Serial Ne: 251326-01

Nha sén xudt! Manufucture:  Tng cong Ly thiét bi dién Déng Anh-Céng ty C6 phén,
Cong sufit danh dinly/ Rated Power (kVA): 5000

Dién ap danh dinh/ Rated Voliage (kV):

IV 1: 35 HV 2/ L0
Dong dign danh dinh/ Rated Current (4):

HV 1: 82.5 EIY i/ LY: 7216,9
T6 ndi day/ Conneciion: Dynll

Phuong phap thue hién/ In accordance with:

= TCVYN 6306-1:2015; " EEE €57.152-2813; TEC 60296:2012

- IEC 60076-1,2:2011; IEC 60076-3:2018; IEC 60156:2018

- 96/0QD-1IDTV

KEt quév Resufis:  Xem két qua tai trang sau.

Thir nehiém tai: Phong thit nghiém VILAS 1192-Téng cong ty thiét bi dién Dong Anh.
Ngay 28 thang 07 nam 2025
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VILAS 1192
Tran Ba Son Lé Van Di¢m

Cae muye (%) dupe VILAS eéng nhin/ The items (*) have been aceredited by VILAS
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