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KET QUA PO, THU NGHIEM

(Measurement & Testing Certificate)

May bién ap dién lwe/ Power Transformer
SO pha/ mumber of phase: 3
Kiéw soder :  BAD-Ngam diu S8/ Serial e 1 244839-217

Qil Immersed

Nha san Xudt Mamyfucrre:  Tong cong ty thi€t bi dién Péng Anh-Cong ty Cé phin
Diéc trung k¥ thuat do ludng/ Specification : g

Cong suat danh dinh/ Rared Power (MVA) . 250/ 250/’ 50

Dién 4p danh dinh/ Rated Voltage (KV): 2-25_"4; 8x 1,25 %/ 115/ 23

Dong dién/ Rated Current (A): 641,5/ 1255,1/ 1255,

Té ndi day/ Comnection:  YNa0d1l ..

Phuong phap thue hi€n/ in accordance with: oy 6306-1:2015: TCVN 6306-2.3:2006:
IEEE C57.152-2013; [EEE C57.149
(IEC 60076-1,2:2011: IEC 60076-3:2018
1EC 60076-10; IEC60296; ITEC60270)
= * Y&u cdu cta khach hang
K&t qua / Resulis:  Xem két qua tai trang sau e

Thir nghiém tai: Pl}c‘)ng thir nghiéip VILAS 1192 o
I'dng cong ty thiet bi dién Pong Anh- Cong ty Co phan.

Ngay 16 thdang 11 ndm 2025
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Cac muc (*) duge VILAS ¢dng nhan/ The items (*) have been accredited by VILAS

Khéng duge trich sao moL phin két qud nay néu khomg duge sy dbng ¥ ciia LEMC,
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