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KET QUA PO, THIY NGHIEM
(Measurement & Testing Certificate)

Tén dbi tuong/ Object: May bién 4 p dién lue/ Power Transformer
S6 pha/ number of phase: 3 St/ Bushing: Plugin
Kiéu/ Model: BAD-Ngdm diu SO/ Serial Ao:  250817K-04
Nha san Xudt/ Manufacture:  Téng cong ty thiét bi dién Dong Anh-Céng ty C6 phan.
Cong sut danh dinh/ Rated Power (kVA): 750
Dién ap danh dinh/ Rared Voltage (V).
HV 1: 22 HV 2:/ LT oom
Dong dién danh dinh/ Rated Current (4):
HV 1: 19,7 HV 2: / LY 1082.5
T6 ndi day/ Connection: Dynl1

Phuong phép thyc hién/ In accordance with:
- TCVN 6306-1:2015; IEEE C57.152-2013; IEC 60296:2012
- IEC 60076-1,2:2011; IEC 60076-3:2018; IEC 60156:2018
- TCVN 8525:2015
Két qua/ Resulrs: Xem két qué tai trang sau.
Thir nghiém tai: Phong thi nghiém VILAS 1192-Téng céng ty thiét b dién bong Anh.
. Ngay 06 thdng 12 nim 2025
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