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Bl KET QuA PO, THU NGHIEM

(Measurement & Testing Certificate)

Tén d6i twong/ Object: May bién 4p dién luc/ Power Transformer
Sé pha/ number of phase: 3 SU/ Bushing: Gbm
Kidu/ Model: BAD-Ngam dau S8/ Serial Ne:  250823-08

Nha san xut/ Manufucture: Tng cong ty thiét bi dién Déng Anh-Céng ty C6 phén.
C6ng suft danh dinh/ Rated Power (kVA): 2500
Dién 4p danh dinh/ Rated Voltage (kV):

HV 1:22 HYV 257 LV: 04
_D(‘)ng dién danh dinh/ Rated Current (4):
. HYL6S6  BEVIY LV: 36084
T6 ndi day/ Connection: Dynll

Phuong phap thuc hién/ I accordance with:

- TCVN 6306-1:2015; IEEE C57.152-2013; IEC 60296:2012

- IEC 60076-1,2:2011; IEC 60076-3:2018; IEC 60156:2018

- TCVN 8525:2015

Két quiv Results: Xem két qua tai trang sau.

Thit nghiém tai: Phong thir nghiém VILAS 1192-Téng cong ty thiét bi dién Péng Anh.
Ngay 27 thang 12 nam 2025
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Cde muc (*) dwpe VILAS céng nhin/ The items (¥) have been accredited by VILAS
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